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CONTROL EXTERIOR BLDG CANOPY )
LIGHTS W/ DUSK-TO-DAWN
PHOTOCELL (SEE NOTE| 2 ON
PANEL SCHEDULE) 4
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CONTROL EXTERIOR BLDG SIGNAGE W/ TIMECLOCK FIXTURES
(SEE NOTE 2 ON PANEL SCHEDULE)
LIGHT FIXTURE LEGEND
@ RECESSED DOWNLIGHT
INCANDESCENT LOW-VOLTAGE
DOWNLIGHT
10 WALL MOUNTED SCONCE BLLACK
Lo\, | PENDANT LIGHT & TRACK,  CENTER
&7 OVER TABLES, NOUNT AT 6'-07 AFF RIVER
G | SMALL PENDANT LIGHT & TRACK DESIGN
& NOUNT AT 6'-0" AFF
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= B | TRACK HEAD & TRACK

2'x4" RECESSED FLUORESCENT

2'x2" RECESSED FLUORESCENT SCALE

6"x4"  STRIP FLUORESCENT DATE

HOOD INCANDESCENT LIGHT W/HONE

1x4 SURFACE MTD FLUORESCENT

WALL MTD. EXIT SIGN W CHECKED BY

EMERGENCY BATTERY POWER
WALL MTD. EXIT SIGN W

EMERGENCY BATTERY POWER
PACK & EMERGENCY LIGHTS.

CEILING MTD. SINGLE FACE,
EXIT SIGN W/ EMERGENCY
BATTERY POWER PACK

EMERGENCY LIGHTS W/
EMERGENCY BATTERY BACKUP
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