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WW W KELE.COM
MODEL#: RIB2401SB
e ~—
/ RIB RELAY #2
= WW W KELE.COM
—— —TIME DELAY |
SELAY MODEL#: RIB2401SB
W W W.KELE.COM
— MODEL #:
—1 438USA
TDR (TYP.2)
TDR —— SEQUENCE OF OPERATIONS:
GC SHALL PROVIDE INTERMATIC T104 7-DAY
RIB RELAY#3J KETTLE TIMECLOCK FOR USE IN CONTROLING THE KETTLE,
4+ HOOD KETTLE EXHAUST HOOD/FAN, OVEN, AND HVAC UNITS.
—— WWW.KELE.COM EXHAUST GC SHALL ALSO PROVIDE ALL WORK AND MATERIALS
MODEL #: RIB24Q1SB FAN AND REQUIRED FOR TIMECLOCK INTER
LIGHT
RIB RELATHA TURN ON VIA THE TIMECLOCK.
WW W KELE.COM ALSO INITIATE THE HVAC UNITS TO OPERATE IN “ON‘
MODEL#: RIB24(1SB POSITION 10 ENSURE PROPER MAKE-UP AND
“ON’ POSITION, KETTLE, KETTLE HOOD/FAN AND OVEN
OVEN SHALL NOT INITIATE.
CONTROLS

W/ INTEGRAL

FjN

KETTLE, KETTLE EXHAUST HOOD/FAN AND OVEN SHALL
THE TIMER SHALL

HVAC UNITS: IF KETTLE, KETTLE EXHAUST HOOD/FAN
AND OVEN ARE “ON”, UNITS SHALL OPERATE IN “ON”
WHEN KETTLE, KETTLE EXHAUST HOOD/FAN

AND OVEN ARE “OFF” VIA THE TIMER, HVAC UNITS

POSITION.

SHALL RUN IN “AUTO” MODE

LOCK

24V FROM HVAC-1

RED (24V> - GREEN (FAND

24V FROM HVAC-2

RED (24V> - GREEN (FAND

IF HVAC UNITS DO NOT RUN IN

TIMER & EQUIPMENT INTERLOCK DETAIL
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LIGHTING SCHEDULE - REFER TO ARCHITECTURAL DRAWINGS FOR FINAL FIXTURE LOCATIONS
TAG | DESCRIPTION MAKE MODEL LAMPCS) ATTS\VOLTS| REMARKS
7+ COMPACT 7142BU/ SPECULAR CLEAR ALZAK REFLECTOR; DIMMABLE
O | FLutr. DOVNLIGHT LIGHTOLIER 8022CL W FEeTBX/SPX35/4P | 26 | 120 | Al 'aSTS /1951 HANGER BAR (SETS OF 2>
4" INCANDESCENT LOW- Q35WMRIGFL/C/ SPECULAR CLEAR ALZAK TRIM,
VOLTAGE DOWNLIGHT LIGHTOLIER c000L V72013 FL40 35 | 180 | Fopp SERVICE LENS
_ 3> 13W ETCHED WITH SHADES, SATIN NICKEL
(¢) | wALL MOUNTED scoONCE FORECAST F4506-36E1 i GR4q-1 39 | 120 | EIEHED MITH SRADES, SOl EDS
50 PAR 30 HIR/ PROVIDE TRACK LENGTH AS SHOWN & ACCESSORIES
(D) | TRACK HEAD & TRACK LIGHTOLIER B820LWH/B23OWH | \rigo (noN-coaTEDY | ©Y | 180 | AS REQUIRED FOR COMPLETE INSTALLATION,
INTERNATIONAL (D-GE lamp WITH ALABASTER GLASS AND WHITE STEM, BOTTOM
(E) | PENDANT LIGHT LIGHTING STO332 GL 4440 | £'p /15, o7a 19xL | 19 | 189 | OF FIXTURE AT 6/-0” AFF, CENTER OVER TABLE
SLI H35PAR20/ PROVIDE TRACK LENGTH AS SHOWN & ACCESSORIES
(F) | TRACK HEAD & TRACK LIGHTOLIER 820LWH/B2EOWH | F TuFF (cOATED) 35 | 180 | AS REQUIRED FOR COMPLETE INSTALLATION,
F32T8/
(6) | 2x4 RECESSED LIGHT LIGHTOLIER xpaGvassaunvel | E35180 - o 96 | 120 | F32T8 OCTRON BALLAST
F32T8/
(G | 2x4 RECESSED LIGHT LIGHTOLIER XP2GVA232120S0CT| (a5 ¥ vee o 64 | 120 | F32T8 OCTRON BALLAST
INCANDESCENT PROVIDE W/ | _ _ _
() | DNPESEE ey A-19 MED. BASE (1) | 100 | 120 | HONE-TYPE WATERPRODF ENCLOSURE
1X4 SURFACE F32T8/
O | woirey 1Sent LIGHTOLIER ssamezeuNvea | S een o 64 | 120 | HIGH TEMP BALLAST
7* DOWNLIGHT _ 45 PAR 38 HIR/FL28
VR IR LIGHTOLIER 1179M1-11041CR S PER S 45 | 120 | BLACK BAFFLE
1X4 SURFACE _ _ FIXTURE SUPPLIED BY COOLER SUPPLIER; INSTALLED
© | vounTED LicHT LIGHTOLIER FO3e-T8/5P30 64 | 180 | ¢ \IRED BY ELECTRICAL CONTRACTOR
(W) | EXIT SIGNAGE EXITRONIX U TUTERTYET ] LED ReD 18 [359(,| EXIT SIGNAGE W/ UNIVERSAL MOUNT & BATTERY
(@) | COMBINATION EXIT SIGN/ | ¢y e VEX-U-WB-WH- | (2-MRL6 LAMPS & | o | 120/ | COMBO EMERGENCY LIGHT & EXIT SIGNAGE
EMERGENCY LIGHT ELS0H LED (RED> SIGNAGE | 128 |277v| w/ BATTERY
(P | EMERGENCY LIGHT EXITRONIX LLS0H-WH (@)-MRI6 (SW) 105 | 3990 | EMERGENCY LIGHT W/ BATTERY
EMERGENCY LIGHT W/ @-MRI6 (5W> W/ 120/
® | RewDTE HEAD RO EXTTRONIX LLOOHR W/ LIDH 1 (15 _MR16 (remoted 11 a77y| WITH BATTERY & REMOTE HEAD (Tag RD
EMERGENCY LIGHT REMOTE _ (>-PAR36 TUNGSTEN 120/ _
o e~ | EXITRONIX Z1P-B S ARIS 8 [259( | REMOTE HEAD (Tag R2) -~ WET LOCATION
WALL MOUNTED EXTERIOR
& | Mo TR EX ERER o | HI-LITE Hi8112/HL-A-93 | 75W MED. BASE 75 | 120 | GB-A-2-BR2 BLACK GOOSENECK STEM
HOUSING 7142BU
(1) | RECESSED DOWNLIGHT LIGHTOLIER S INe JuteBY | F4oTBX/SPX35/4P | 42 | 120 | FOOD SERVICE LENS
(0) | PENDANT LIGHT TRUE TO FORM | TTDDAP 40A 130V ALS LAMP | 40 | 120 | APRICOT PENDANT; MATTE APRICOT GLASS
FIXTURE SUPPLIED BY CABINET MFGR., INSTALLED BY
(V) | UNDER CABINET LIGHT HERA SLIMLITE XL TS LAMP 21 | 120 | ELECTRICAL CONTRACTOR. PROVIDE PLUG &
RECEPTACLE WIRED TO LOCAL LIGHTING CIRCUIT.
2X2 RECESSED (DIR/IND)
() | 2he SELESSED LIGHTOLIER MBS2GPWIFT-120SB| (1> - 40W TTS 40 | 120 | DIRECT/ INDIRECT FIXTURE
() | 77 RECESSED DOWNLIGHT || 161y 1er 1101F 26420/ D - 26w ~c | 120 | FIXTURE SHALL BE CONTROLLED BY A DUSK-TO-DAWN
(FLUORESCENT) 1101HWHO GX24q-3 base PHOTOCELL ON RODF; OPAL LENS; WET LOCATION
() | & CIMPACT FLUDRESCENT | 16110y (e CF626PC—P R ¢ | 120 | HANG CENTERLINE IN HANGING GRID
CYLINDER CSK6-P GX24q-3 base 6" STEM KIT (FIXTURE FLUSH WITH HANGING GRID)

DRAWN BY
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LIGHTING FIXTURES BY VILLA LIGHTING UNLESS OTHERWISE NOTED - CONTACT: 508-668-3118.
DUSK-TO-DAWN PHOTOCELL: EQUAL TO INTERMATIC MODEL # 4121C - LOCATE ON CANOPY
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